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§63.11200

EMISSION LIMITS, WORK PRACTICE
STANDARDS, EMISSION REDUCTION
MEASURES, AND MANAGEMENT PRAC-
TICES

§63.11200 What are the subcategories
of boilers?

The subcategories of boilers, as de-
fined in §63.11237 are:

(a) Coal.

(b) Biomass.

(c) Oil.

(d) Seasonal boilers.

(e) Oil-fired boilers with heat input
capacity of equal to or less than 5 mil-
lion British thermal units (Btu) per
hour.

(f) Boilers with an oxygen trim sys-
tem that maintains an optimum air-to-
fuel ratio that would otherwise be sub-
ject to a biennial tune-up.

(g) Limited-use boilers.

[78 FR 7506, Feb. 1, 2013]

§63.11201 What standards must 1
meet?

(a) You must comply with each emis-
sion limit specified in Table 1 to this
subpart that applies to your boiler.

(b) You must comply with each work
practice standard, emission reduction
measure, and management practice
specified in Table 2 to this subpart that
applies to your boiler. An energy as-
sessment completed on or after Janu-
ary 1, 2008 that meets or is amended to
meet the energy assessment require-
ments in Table 2 to this subpart satis-
fies the energy assessment require-
ment. A facility that operates under an
energy management program estab-
lished through energy management
systems compatible with ISO 50001,
that includes the affected units, also
satisfies the energy assessment re-
quirement.

(c) You must comply with each oper-
ating limit specified in Table 3 to this
subpart that applies to your boiler.

(d) These standards apply at all times
the affected boiler is operating, except
during periods of startup and shutdown
as defined in §63.11237, during which
time you must comply only with Table
2 to this subpart.

[76 FR 156591, Mar. 21, 2011, as amended at 78
FR 7506, Feb. 1, 2013]
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GENERAL COMPLIANCE REQUIREMENTS

§63.11205 What are my general re-
quirements for complying with this
subpart?

(a) At all times you must operate and
maintain any affected source, includ-
ing associated air pollution control
equipment and monitoring equipment,
in a manner consistent with safety and
good air pollution control practices for
minimizing emissions. The general
duty to minimize emissions does not
require you to make any further efforts
to reduce emissions if levels required
by this standard have been achieved.
Determination of whether such oper-
ation and maintenance procedures are
being used will be based on information
available to the Administrator that
may include, but is not limited to,
monitoring results, review of operation
and maintenance procedures, review of
operation and maintenance records,
and inspection of the source.

(b) You must demonstrate compli-
ance with all applicable emission lim-
its using performance stack testing,
fuel analysis, or a continuous moni-
toring system (CMS), including a con-
tinuous emission monitoring system
(CEMS), a continuous opacity moni-
toring system (COMS), or a continuous
parameter monitoring system (CPMS),
where applicable. You may dem-
onstrate compliance with the applica-
ble mercury emission limit using fuel
analysis if the emission rate calculated
according to §63.11211(c) is less than
the applicable emission limit. Other-
wise, you must demonstrate compli-
ance using stack testing.

(c) If you demonstrate compliance
with any applicable emission limit
through performance stack testing and
subsequent compliance with operating
limits (including the use of CPMS),
with a CEMS, or with a COMS, you
must develop a site-specific monitoring
plan according to the requirements in
paragraphs (c)(1) through (3) of this
section for the use of any CEMS,
COMS, or CPMS. This requirement also
applies to you if you petition the EPA
Administrator for alternative moni-
toring parameters under §63.8(f).

(1) For each CMS required in this sec-
tion (including CEMS, COMS, or
CPMS), you must develop, and submit

350



		Superintendent of Documents
	2020-01-29T11:27:38-0500
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




